
2"
MAXIMUM

GAP

PRETAK
w/PSA FACING CONCRETE POUR

E.DRAIN 6000

PROTECTION SLAB
(4" MIN - IF REQUIRED)

FOOTING

BENTOTAK
(1 1/4" MIN.

CONCRETE
COVER FROM
WALL AND IN

BETWEEN STRIPS)

MAT SLAB

SEE DETAIL:
51.320.1

NOTE:
1) ALL SEAMS MUST BE SEAMED ACCORDING TO MANUFACTURER'S

GUIDELINES (SEE DETAILS 51.110.7.1/51.110.7.2)

SEE DETAIL:
51.140.1/51.140.2

E.DRAIN SIDE OUT

E.DRAIN 12DS

BENTOTAK
(1 1/4" MIN.

CONCRETE
COVER)
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