PRIMETAK PRIMER

PRIMETAK
E.DRAIN ADHESIVE

E.DRAIN 6000

\
X

PRIMETAK DETAIL STRIP (12")
-CENTERED ON JOINT

\

BENTOTAK

12" MIN
CENTERED OVER

(1 1/4" CONCRETE COVER
FROM EDGE OF WALL
AND IN BETWEEN STRIPS)

CONSTRUCTION
JOINT

PM SEALANT

-ALLOW TO CURE FOR 2
HOURS BEFORE DETAIL
STRIP APPLICATION

E.DRAIN 12DS

Z
7

'/
A A A A A A A N A A A A A A AW AW AWAWAWAWAWAWAWAWAWAWAWAWAWAWAWAWAWAWAW,
l \

12"
MIN

BEYOND
CONSTRUCTION
JOINT

NOTE:

DO NOT APPLY PRIMETAK PRIMER UNDER PM SEALANT
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